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ABSTRACT 
Increasing awareness on environmental issues coupled with escalating prices of 
petroleum product has led to the development of greener electric vehicle in the last 
few decades. One of the most promising alternatives to reduce C02 emission and 
dependency on petroleum product in transportation market is the plug-in hybrid 
electric vehicle (PHEV). The battery of PHEV can be charged at home or other 
commercial locations through standard electrical power outlets. In Malaysia, the 
scenario of charging PHEVs at home is still new. The main objective of this project 
is to investigate the impact of introducing large amounts of charging activities in an 
existing residential area such as overloading of electrical network. undue stress due 
to inadequate line capacity and violation of voltage limits. The research used 
geographic information system (GIS) simulation software as a tool to investigate the 
impact of different penetration level of PHEV to the grid in selected residential 
networks in Malaysia This software is used to model the PHEV charging load to the 
distribution grid and charging scenarios as an imitation of the Malaysian driving 
style. The electrical network was created on the real map using Xpower software. 
The PHEV charging load modelling were created based on the daily load usage and 
the selected PHEV charging load rated at 3.8kW. Then, the charging scenarios and 
the respective simulation cases were created to represent the Malaysian driving 
behaviour and lifestyle focusing on the working days or weekday. The residential 
network randomly tested by the entire house having the PHEV charging load is 
called uncontrolled charging or a base case. The uncontroIJed charging strategy is 
obviously giving effect to the load demand on the transformer, voltage drop and 
power losses on the cable lines of the power system network. Hence, another strategy 
is planned to overcome this problem. By using controlled charging strategy and cable 
resizing strategy, the problem such increasing load demand, voltage drop and power 
losses of the lines are solved. Later, these simulation techniques of controlling 
charging strategy can be used as a guideline for the utility company. 
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Chapter 1 
INTRODUCTION 
1.0 Introduction 
This chapter presents a background of study which encompasses three main topics 
including the world fuel consumption and greener transportation, geographic 
information system in general and the electrical vehicle trend. Besides, the problem 
statement, objective and scope of the project and the highlight on the original 
contribution in this project wiJl be presented. Lastly, the outline of the dissertation 
covered in the description of the dissertation. 
1.1 Overview of the Study 
More than half of the fuel consumption in the world is used by the transportation 
sector. Concerned about this situation, countries like US, Western Europe, Japan and 
China became the countries that started to adopt the electric transportation such 
hybrid and plug-in hybrid. By choosing the hybrid and plug-in hybrids as a main 
transportation, the dependency to fuel will be decreased. Hence, reduce the harmful 
environmental emissions, health concerns, the soaring oil price and lastly the 
efficiency of this type of vehicle; it is essential to look for alternatives [I], [2], [3]. 
2 
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1.1.1 World Fuel Consumption and Greener Transportation 
As the world fuel demand and the fuel price expected to increase around the world, 
causes some of the big countries to use the hybrid and electric transportation. Figure 
I.I shows the world fuel consumption growth from year 1986 to 2011 [4]. This 
shows how critical the fuel demand around the world. In the US, the government 
gave incentives to encourage their people to use electric vehicles. In addition, hybrid 
and plug-in hybrid have the advantages such as more energy efficient, power 
capability suited with the variable speed that produce greater torque at low speed. 
They also can operate in regenerative mode and makes these vehicles better than 
conventional vehicles in tenn of energy management. 
World consumption 
l!ilion tonnes ca equivalent 
Coat 
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Figure 1-1: World fuel consumption from year 1986 to 2011. [4] 
Figure 1.2 illustrates the graph of global carbon dioxide (C02) emissions from fossil-
fuels from 1990 to 2030. It shows that global carbon emissions from fossil fuels have 
significantly increased from 1900 to 2012 and expected to be increased until 2030 
[4]. The greenhouse gas emission was contributed by many sectors such as energy 
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supply (26%), industry (I90/o), forestry (17%), transport (13%), agriculture (14%), 
residential and commercial building (8%) and waste/wastewater (3%) [5]. 
World Carbon Dioxide Emissions by Region, Reference Case, 1990-2030 
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Figure I-2: Graph of global carbon dioxide (C02) emissions from fossil-fuels from 
I990 to 2030 [4]. 
Car manufacturers such as Toyota, Nissan, Mitsubishi, and Chevrolet have recently 
begun the rolJout Plug-in Hybrid Electric Vehicles (PHEVs) from their production 
line [6-IO]. The current trend showed that more automotive company is expanding 
their market share in the PHEV. In the U.S., most of the automotive manufacturers 
either have or are in the process of developing Plug-in Electric Vehicles (PEVs), 
including Electric Vehicles (EVs) and Plug-in Hybrid Electric Vehicles (PHEVs) 
[I I]. lo Malaysia, Proton has done their fleet test which are Proton Saga Electric 
Vehicle (EV) and Proton Exora Range Extender Electric Vehicle (REEV). 
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1.1.2 Geographic Information System 
Geographic Information System (GIS) is a powerful tool which can be defined as 
integrated sets of data, hardware, software and processes designed as a computer 
system for gathering, managing, mapping and analysing spatial data [ 12]. These 
software applications store and map a large amount of information about the utility's 
electric, gas and water systems. For maximum value, GIS needs to become one of the 
most integrated applications in the utility. In this project, the GIS has been used to 
analyse the impact of charging PHEV in residential areas. 
1.1.3 Electric Vehicle Trend 
It seems that the electric vehicle trend around the world is changing from time to 
time. Figure 1.3 shows the cumulative U.S electric vehicle sales on 2012 and 2013 
[ 13]. The EV is accepted by people in US as shown in the graph that the increasing 
number of various types of EV from January 2012 until June 2013. 
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Figure 1-3: Cumulative U.S Electric Vehicle Sales on 2012 [13]. 
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lo 2012, sales of hybrid cars in the country had jumped 84% to 15,355 units 
(compared with 8,334 units in 2011), according to data from the Malaysian 
Automotive Association (MAA). The hybrid car sales came from four marques, 
namely, Toyota (5,653 units), Lexus (979 units), Honda (8,712 units) and Porsche 
(11 units). Honda has led the EV/PHEV in Malaysia, but with the tax exemption for 
hybrids ending in 2013, it could have a dampening effect on their take-up here [14]. 
1.2 Problem Statement 
The PHEV is one of the electric vehicles that can give a longer driving range to the 
people because its power sources are a combination of electricity and fuel. The 
battery of these vehicles can be charged directly from the electric power from the 
grid and internal combustion engine. The increased usage of the PHEV will 
introduce a sizeable capacity increment to the power grid. This research study the 
impact of PHEV to the grid performance, such voltage profile, power losses, peak 
demand and transformer loading if a large number of PHEV were introduced onto 
the grid over a short period of time. The results of simulation work can be used to 
draw a guideline for a utility company. 
1.3 Objective 
The aim of this project is to create a modelling for the PHEV charging system using 
Xpower software. This project relates to the real life of Malaysia driving style and 
focused on the selected residential area in Malaysia. 
Listed below are the objectives of this study: 
i. To create models for the PHEV charging load using GIS software in order to 
manage the impact of the high penetration level of a PHEV 
ii. To investigate the impact of charging of the PHEV to the power grid such 
impacts are increasing load demand, transformer loading, voltage drop and 
power losses of cable lines. 
6 
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1.4 Scopes of Project 
This project was formulated to cover four scopes as follow. 
1. Plug-in hybrid electric vehicles (PHEV) were chosen as the type of the 
electric vehicle because of its performance and suitability to the market 
situation in Malaysia. 
ii. The distribution network for this project is covered a residential area 
containing I 00 houses and the analysis is limited to the low voltage level. 
iii. The modelling of the PHEV charging load and the analysis of the impact of 
PHEV charging activity to the distribution network uses Xpower GIS. The 
analysis done are the impact of increasing load demand to the transformer 
loading profile, voltage drop and power losses in the electric cables. 
iv. The charging time is assumed to be on weekday only and the charging is 
done randomly. 
1.5 Statement of the Original Contribution 
The main contribution of the work of this project are: 
1. Knowledge to model PHEV charging from the grid using GIS software. 
2. The impact of PHEV charging pattern can be used as a guideline for the 
utility company to mitigate the problem of network performance such as 
violation of the voltage drop limit, the network overload and higher energy 
losses. This thesis proposed the technical solution to mitigate the changes in 
the network performance. 
3. Knowledge to visualize the impact of the PHEV charging such as load 
demand, transformer loading, power losses and voltage drop of lines using 
GIS Software. 
4. The effectiveness of the impact of high PHEV penetration using the two 
proposed strategies. The strategies were controlled charging strategy and 
cable resizing strategies. 
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1.6 Dis.wrtation Outline 
This report is structured into five chapters. Chapter I discussed on the overview of 
study, including problem statement, objectives, scopes and contributions to 
knowledge. Chapter 2 discussed the theoretical background and summarised the 
related preceding studies. Meanwhile, Chapter 3 discussed the method used in 
modelling the PHEV charging using the GIS software. Chapter 4 presented the 
analytical findings, and discussion of the results. Finally, Chapter 5 summarised this 
dissertation and recommendation for future research. 
8 
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Chapter2 
LITERATURE REVIEW 
2.0 Introduction 
This chapter presented a literature review of the electric vehicles and plug-in hybrid 
electric vehicle. These included the background of the electric cars, types of electric 
cars, types of electric car battery, PHEV charging system and charging 
specifications. 
2.1 Electric Vehicles Improves Mobility 
An electric car is an old invention. The history of electric vehicles can be divided 
into five major ages. The earliest electric vehicles are invented in Scotland and 
United States. In 1832 until 1839, Robert Anderson of Scotland builds the first 
prototype electric-power carriage. Thomas Davenport, of the United States invents 
and installs the first direct current electric motor in a car that operates on a circular 
electrified track in 1834. From 1851 until 1900 the electric vehicles start to enter the 
marketplace and find broad appeal. In 1921, the global electric vehicle stock reaches 
30000 units until 1930s; the EVs become all extinct due to the predominance of 
internal combustion engine (ICE) vehicles and availability of cheap petrol. However, 
on 1966 the US Congress introduces legislation recommending electric vehicles as a 
means ofreducing air pollution. Until now, the electric vehicle continues growing in 
the world automobile market with the main reasons are high oil prices and 
environmental pollution caused by the petrol-powered cars [15]. 
9 
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An electric vehicle is one of the promising pathways to increase energy security and 
reduced emissions of greenhouse gases and other pollutions. Hence, these vehicles 
become more popular and convenient around the world. By helping of the latest 
technologies of the battery, the electric vehicles can be used longer time and distance 
on the road. Many developing countries can be used as the benchmark in EV 
technologies because of the performance of the EV sales in their countries. Such 
countries are Europe (UK, France, Spain, Portugai Denmark, Netherlands, Sweden, 
Finland, Germany and Italy), United States of America, China, India and Japan. The 
electric vehicle progress and development supported by the forum called as Electric 
Vehicle Initiative (EVI). EVI is a multi-government policy forum dedicated to the 
introduction and adoption EV worldwide. EVI is under Clean Energy Ministerial 
currently includes 15 members from Africa, Asia, Europe, North America and also 
joined by the International Energy Agency (IEA). According to (EVI), these 
countries have their own national policy initiatives in three main parts which are 
financiai infrastructure and research development and demonstration (RD&D) in 
order to encourage their people used EV. The financial support includes exemption 
from road taxes, reduce excise duties, gives purchase subsidiaries and giving the 
consumer incentive if buying EV. Most of these countries provide charging 
infrastructure either in term of financial or tax reduction includes the electric vehicle 
supply equipment (EVSE) and installation. Research and development also playing 
an important role to ensure that EV technologies have optimized operation, cost and 
gave a maximum safety to the consumers. Besides, by doing this R&D works, the 
latest technologies can be detected and some standards can be created so that can be 
referred by many other countries. For example, France allocates EUR 450 million in 
rebates to consumers that buying efficient vehicles, with 90% of that amount of fees 
on inefficient vehicles and remaining l 0% is a direct subsidy. They are also 
allocated, EUR 50 million to cover 50% of EVSE cost, including charging 
equipment and installation and EUR 140 million budget provides to focus on the 
vehicle R&D. [16] 
The data from the EVI shows that the EV sales more than doubled between 2011 and 
2012. They stated that in 2011 , the global EV approximate annual sales are 45,000 
10 
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units and increasing to 113,000 units in 2012. Figure 2.1 shows the percentage of EV 
in EVI country members. Europe has the highest EV stock compared to other 
countries which is 400/o of registered 180,000 units of the total EV stock worldwide 
[16]. 
Percentage of EV in 2012 
Iii Europe • China lodia Iii Japan US 
Figure 2-l:Percentage of electric vehicle in 2012. (Total EV is 180,000 units) 
Table 2.1 shows the number of internal combustion OC) vehicles and EV vehicles 
for EVI countries member. The number of EV if compared to the IV vehicle is small. 
This is because, the EV still at progress level for all these countries [16], [17]. 
Table 2-1 : The number oflC and EV vehicles in 2012. 
Countries IC Vehicle (Units) EV Vehicle (Units) 
Europe 10,288,238 47,724 
China 15,495,240 11,573 
India 2, 781,919 1,428 
Japan 4,572,333 44,727 
us 7,241,900 71,174 
Besides, the comparison between EV and EVSE stocks in 2012 also shown in Figure 
2.2. The EVSE includes the public and residential charging infrastructures [16]. 
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